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CATEGORY: Misc. Device/Control Unit Accessories
LISTEE: National Time & Signal Corporation, 28045 Oakland Oaks Court, Wixom, M| 48393-3342

Contact: Leo Mullins (248) 380-6264 *Fax (248) 380-6268

DESIGN: Model 902-RPS and 902-RPS-240 Power Boosters. Unit comprises of an enclosure,
transformer and printed circuit board. The printed circuit board employs two notification
appliances circuits, one auxiliary output circuit and two initiating input circuit which accepts
either a notification appliance circuit from a fire alarm control unit or dry contact output.
Refer to listee's data sheet for detailed product description and operational considerations.

INSTALLATION: In accordance with listee's printed installation instructions, applicable codes & ordinances and
in a manner acceptable to the authority having jurisdiction.

MARKING: Listee's name, model number, electrical ratings, and UL label.
APPROVAL.: Listed as power boosters for use with separately listed compatible fire alarm control units.
NOTE: Units must provide at least 24 hours battery standby power during power loss. The battery

circuit must be fully supervised.
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